Room Relationship Matrix Domiciliary

Vestibule / Entry
Living Room

Public Restrooms
Offices - Admin &

]
Living Room 49 STC 49 STC
1 HR 1 HR 1 HR 1 HR
]
e el | 49 STC | 49STC | 49 STC | 49STC | 49 STC
1 HR 1 HR 1HR 1 HR 1 HR
OFICES SAGMIN S - aTe 52 STC 52 STC 52 STC 52 STC 52 STC
care 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR
[
Dining 29STC | 49STC | 49STC | 49STC | 49STC | 49STC | 52 STC
1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR
]
Kitchen 29 ST 49STC | 49STC | 49STC | 49STC | 49STC | 52 STC
1 HR 1 HR 1 HR 1HR 1 HR 1 HR 1 HR 1 HR
]
Kitchen Pantry 29STC | 52STC | 52STC | 49STC | 52STC | 49STC | 52STC | 52STC
1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR
Kitchen Prep 49STC | 52S5TC | 52STC | 49STC | 52STC | 49STC | 52STC | 52 STC
1 HR 1HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR
”fe'ccl’"g SO TG STC | 49STC | 49STC | 49STC | 49STC | 52S81C | 52STC | 49 STC
S 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR
C°n°'eng.f VB A5 5Tc | 49STC | 49STC | 49STC | 49STC | 49 STC 52STC | 49 STC
e 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR
]

Den 49 STC 49 STC 49 STC 49 STC 49 STC 49 STC 52 STC 49 STC

NA - -

NA -

LEGEND

ROOM TYPE

PROXIMITY
ROOM TYPE STC
FIRE RATING

ADJACENT
CONVENIENT
NON-ADJACENT

SM SMOKE PARTITION (FIRE RATING NOT REQUIRED)
sC SMOKE BARRIER (1 HR FIRE RATED MIN)

1HR 1-HOUR FIRE BARRIER

1.5 HR 11/2-HOUR FIRE BARRIER

2HR 2-HOUR FIRE BARRIER

3HR 3-HOUR FIRE BARRIER
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Room Relationship Matrix Domiciliary

Vestibule / Entry
Living Room
Public Restrooms

3 :
]
SR 49STC | 49STC | 49STC | 49STC | 49STC | 49STC | 52STC | 49 STC
1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR
Mail Area 45STC | 49STC | 49STC | 45STC | 49STC | 49STC | 525TC
1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR

Janitor Closet /

- 45 STC 49 STC 49 STC 45 STC 49 STC 49 STC 52 STC
Housekeeping 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR
]

Main Trash STC 49 STC 49 STC STC 49 STC 49 STC 52 STC 49 STC
1HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1HR

: ]
Mechanical Area/ erppsy 52 STC 52 STC 52 STC 52 STC 52 STC 52 STC 52 STC
FR AU 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR

]
Electrical Area / IT IEEISI® 49 STC 49 STC 45 STC 49 STC 49 STC 52 STC 49 STC
1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR
Storage 25 STC 49 STC 49 STC 49 STC 49 STC 49 STC 52 STC 49 STC
1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR
Linen / Soiled Linen SIS 52 STC 52 STC 49 STC 49 STC 49 STC 49 STC
1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR

]

AV Closet

LEGEND

ROOM TYPE

PROXIMITY
ROOM TYPE STC
FIRE RATING

ADJACENT
CONVENIENT
NON-ADJACENT

SM SMOKE PARTITION (FIRE RATING NOT REQUIRED)
SC SMOKE BARRIER (1 HR FIRE RATED MIN)
1HR 1-HOUR FIRE BARRIER
1.5HR 11/2-HOUR FIRE BARRIER
2 HR 2-HOUR FIRE BARRIER
3 HR 3-HOUR FIRE BARRIER .
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Room Relationship Matrix Domiciliary

Lifelong Learning
Classroom

Concierge Wellness /
Resident Laundry

>
=
fres)
c
©
a
c
i
ey
o
=
~

Kitchen Prep
Mail Area

Kitchen Pantry

Kitchen Prep
L'felc‘l’“g LeTaTig 49 STC 52 STC 52 STC
SSI00M 1 HR 1 HR 1 HR
C°“°ieng,te WG STC | 52STC | 52STC | 49 STC
(eSS 1 HR 1 HR 1 HR 1 HR
Den 49 STC 52 STC 52 STC 49 STC 49 STC
1 HR 1 HR 1 HR 1 HR 1 HR
Resident Laundry IREEE 49 STC 49 STC 49 STC 49 STC
1 HR 1 HR 1 HR 1 HR 1 HR
Mail Area 49 STC 49 STC 49 STC 49 STC 49 STC 49 STC 49 STC
1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR
UL U0 STC | 49STC | 49STC | 49STC | 49STC | 49STC | 495TC | 45STC
Housekeeping 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR
Main Trash 49 STC 49 STC 49 STC 49 STC 49 STC 49 STC 49 STC 45 STC
1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR

- ]
Mechanical Area / pusyery 52 STC 52 STC 52 STC 52 STC 49 STC 52 STC 52 STC
Al (AU 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR
Electrical Area /1T BIRESE 49 STC 49 STC 49 STC 49 STC 49 STC 49 STC 45 STC
1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR
[

Storage 49 STC 49 STC 49 STC 49 STC 49 STC 49 STC 49 STC 45 STC
1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR
Linen / Soiled Linen [EEISE 49 STC 49 STC 49 STC 49 STC 49 STC 49 STC 49 STC
1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR 1 HR

AV Closet

LEGEND

ROOM TYPE

PROXIMITY
ROOM TYPE STC
FIRE RATING

ADJACENT
CONVENIENT
NON-ADJACENT

SM SMOKE PARTITION (FIRE RATING NOT REQUIRED)
sC SMOKE BARRIER (1 HR FIRE RATED MIN)

1HR 1-HOUR FIRE BARRIER

1.5 HR 11/2-HOUR FIRE BARRIER

2HR 2-HOUR FIRE BARRIER

3HR 3-HOUR FIRE BARRIER
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Room Relationship Matrix Domiciliary

Janitor Closet /
Housekeeping
Main Trash
Mechanical Area /
Electrical Area / IT

Linen / Soiled Linen

AV Closet

45 STC
1 HR

Main Trash

Janitor Closet /
Housekeeping

NA - -

Mechanlcal Area/ e 52 STC
Fire Pump 1 HR 1HR

Electrical Area / IT 45 STC 45 STC NA --
1 HR 1 HR

Storage 45 STC 45 STC
1 HR 1 HR

Linen / Soiled Linen [EERILE 49 STC 49 STC 49 STC 49 STC
1 HR 1 HR 1 HR 1 HR 1 HR

AV Closet

NA

LEGEND

ROOM TYPE

PROXIMITY
ROOM TYPE STC
FIRE RATING

ADJACENT
CONVENIENT
NON-ADJACENT

SM SMOKE PARTITION (FIRE RATING NOT REQUIRED)
sC SMOKE BARRIER (1 HR FIRE RATED MIN)

1HR 1-HOUR FIRE BARRIER

1.5 HR 11/2-HOUR FIRE BARRIER

2HR 2-HOUR FIRE BARRIER

3HR 3-HOUR FIRE BARRIER
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