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PREPARED FOR:

CDB Building Inventory No.

New Construction:
TBD Long-Term Care (LTC)
TBD Domiciliary (DOM)

Major Renovation:
W0643 Nielson Dining Hall

Minor Renovation:
W0660 Multi-Therapy
W0661 Fifer Infirmary
W0621 Andrews Infirmary

Demolition:
W0650 Kent Infirmary
W0603 Northern Guest House
W0646 Elmore Infirmary
W0653 Truck Maintenance
W0637 Vehicle Garage
W0644 Schapers Hospital
W0647 Markword Infirmary
W0618 Fletcher Infirmary

Prepared By:
Perkins Eastman
209 S. LaSalle St., Suite 400, Chicago, IL 60604

Using Agency:
Illinois Veterans' Home Quincy
1707 N. 12th St., Quincy, IL 62301

Illinois Department of Veterans' Affairs
833 S Spring St., Springfield, IL 62794

Civil/Site:
David Mason + Associates
464 N. Milwaukee Ave., Chicago, IL 60654

Landscape:
Hitchcock Design Group
22 E. Chicago Ave., Suite 200A, Naperville, IL 60654

Structural:
David Mason + Associates
464 N. Milwaukee Ave., Chicago, IL 60654

Mechanical & Plumbing:
BRiC Partnership, LLC
100 E. Washington St., Suite 220, Belleville, IL 62220

Electrical:
Webb Engineering Services Inc.
1400 S. 3rd St., Suite 201, St. Louis, MO 63104

Historic Preservation:
HPZS
213 W. Institute Pl., Suite 502, Chicago, IL 60610

Food Service:
Food Facilities Concepts, Inc.
1100 Washington Ave., Suite 302, Carnegie, PA 15106

Geotechnical & Environmental:
GSG Consultants, Inc.
2942 W. VanBuren, Chicago, IL 60612

Hazardous Remediation:
Tropical Environmental, Inc.
1350 Chase St., Algonquin, IL 60102

Technology, Data, & Security:
Shen Milsom & Wilke
2 N. Riverside Plz., Suite 1460, Chicago, IL 60606

Cost Consultant:
Middleton Construction Consulting
5600 N. River Rd., Suite 950, Rosemont, IL 60018

Specifications:
ArchiTech Consulting, Inc.
800 E. Northwest Hwy., Suite 208, Mount Prospect, IL 60056

STATE OF ILLINOIS
CAPITAL DEVELOPMENT BOARD

Illinois Veterans' Home Campus - Quincy, IL

Adams County, Illinois
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NOTE:
- DOORS IN RATED ASSEMBLIES TO COMPLY WITH REQUIRED FIRE RATING PER IBC 2019 715.4.
- MAINTAIN CONTINUOUS FIRE RATING IN WALLS ABOVE DOOR OPENINGS.

EXIT SIGN (SINGLE SIDED, DOUBLE SIDED, W/ DIRECTIONAL 
ARROW, WALL MOUNTED)

LIFE SAFETY SYMBOLS LEGEND

TRAVEL DISTANCE FROM FARTHEST POINT

COMMON PATH OF EGRESS TRAVEL

20'

125.0'

1 - HOUR PARTITION

2 - HOUR PARTITION

ASSEMBLY (GROUP A-3)

OCCUPANCY CLASSIFICATION

STORAGE (GROUP S-2)
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Illinois State Fire Marshall elevator compliance with ASME current standard
Fire prevention access and strategies review and enforcement by Quincy Fire Department
International Energy Conservation Code, (IECC) 2018
NFPA 101, 2012 Life Safety Code
International Fire Prevention Code, current edition

Departmant of Public Health, Food Sanitation Code (77 Ill. Admin. Code 750) enforced by
Adams County with local amendments

Department of Public Health Drinking Water Systems Code (77Ill. Admin. Code 900)
Department of Public Health, Illinois Plumbing Code (77Ill. Admin. Code 890)
International Mechanical Code (IMC) 2018
National Electrical Code (NEC) 2011
International Building Code, (IBC) 2018

Capital Development Board Design Construction Manual 2009 with current updates and
supplements

Civil & Building Codes

Americans with Disabilities Act, 2010 Standards for Accessible Design enforced only where
more stringent than IAC & ABAS

Architectural Barriers Act (ABA) Standards, 2015 or most current edition (required. due to
partial Federal funding of project)

Illinois Accessibility Code, 2018 minimum standard
Accessibility Codes

APPLICABLE CODES

Minimum corridor width

IBC 2018

Table 1020.2 Minimum Corridor
Width

44" min typical
36" with an occupant load less than 50

Maximum dead end corridor length
IBC 2018

1020.4 Dead Ends Exception2
20 ft @ A‐3 Occupancy
50 ft @ S‐2 Occupancy

Maximum travel distance to an exit
access

IBC 2018
Table 1017.2

200 ft @ A‐3 Occupancy with sprinkler system
400 ft @ S‐2 Occupancy with sprinkler system

Maximum common path of egress
travel distance

IBC 2018
Table 1006.2.1

75 ft @ A‐3 Occupancy
100 ft @ S‐2 Occupancy

Maximum occupant load for non‐panic
hardware

IBC 2018 49 occupants @ A‐3 Occupancy
29 occupants @ S‐2 Occupancy

Maximum number occupants for single
exit

IBC 2018 Table 1006.2.1 49 occupants
Min. number building exits IBC 2018 Table1006.3.2 1‐500 occupants = 2 exits min

2.07 Exit Access Requirements

IBC 2018 Table 906.3(1) Fire Extinguishers for
Class A Fire Hazards

11,250 sq ft ‐ Maximum floor area for extinguisher

2.05 Portable fire extinguishers IBC 2018 Table 906.3(1) Fire Extinguishers for
Class A Fire Hazards

75 feet ‐ Maximum distance of travel to
extinguisher

PART 2 – EXIT REQUIREMENTS

Boiler room IBC 2018 Table 509 Incidental Uses 1 hour or provide automatic sprinkler system
1.07 Incidental use areas

Door at exterior walls IBC 2018 716.2 Fire door assemblies
Table 716.1(2)

1.5 hour at 3 & 2 hour rated walls
3/4 hour at 1 hour rated walls

Door at 1 hour fire partition for shafts,
exit access, stairways, exit access
ramps, interior exit stairways and
interior exit ramps; and exit
passageway walls

IBC 2018 716.2 Fire door assemblies
Table 716.1(2)

1 hour

Door at 1 hour fire partition storage
walls

IBC 2018 716.2 Fire door assemblies
Table 716.1(2)

3/4 hour

Door at 1 hour fire partition corridor
walls

IBC 2018 716.2 Fire door assemblies
Table 716.1(2)

1/3 hour

Door at 2 hour walls IBC 2018 716.2 Fire door assemblies
Table 716.1(2)

1.5 hour
1.06 Opening protectives

Exterior wall fire resistance rating
(separation distance)

IBC 2018 Table 602 Fire Separation X<5' = 1hr
Fire Separation 5' <X<10' = 1 hr
Fire Separation 10' <X<30' = 0 hr
Fire Separation X>30' = 0 hr

1.05 Fire resistive requirements

Corridors IBC 2018 Table1020.1 Corridor
Fire‐Resistance Ratings

0 hour

Roof construction IBC 2018 Table 601 Fire‐Resistance Rating
Requirements for Building Elements

0 hour

Structural frame IBC 2018 Table 601 Fire‐Resistance Rating
Requirements for Building Elements

0 hour

Floor construction IBC 2018 Table 601 Fire‐Resistance Rating
Requirements for Building Elements

0 hour

Interior bearing walls IBC 2018 Table 601 Fire‐Resistance Rating
Requirements for Building Elements

0 hour

Exterior bearing walls IBC 2018 Table 601 Fire‐Resistance Rating
Requirements for Building Elements

0 hour
A‐3 to S‐2 0 hour

IBC 2018 Table 508.4 Required Separation of
Occupancies

1.04 Required hours of fire resistance

1.03 Types of construction IBC 2018 602.2 Types I and II Type IIB Type IIA ‐ Minimum Standard

Area per story IBC 2018 Table 506.2 Allowable Area Factor 28,500 SF 10,076 SF  ‐ BASEMENT
16,000 SF ‐ GROUND FLOOR
16,332 SF ‐ 1ST FLOOR

Height IBC 2018 Table 504.3 Allowable Building
Height in feet above grade plane

75

Number of stories IBC 2018 Table 504.4 Allowable Number of
Stories Above Grade Plane

3 1
1.02 Height/area limitations

IBC 2018 311.3 Low‐hazard Storage, Group
S‐2
303.4 Assembly Group A‐3

S‐2 Low‐hazard Storage Group
A‐3 Assembly Group

‐

Occupancy category IBC 2018 508 .1 Mixed Use & 508.4 Separated
Occupancies

Each portion of the building will be individually
classified & considered separate occupancies

1.01 Occupancy classification
PART 1 – BUILDING REQUIREMENTS

ITEM CODE SUBJECT MODEL CODE/ EDITION CHAPTER/SECTION/TABLE
REQUIREMENT/
ALLOWABLE ACTUAL
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1/16" = 1'-0"1 BASEMENT AREA PLAN

1/16" = 1'-0"2 GROUND FLOOR AREA PLAN

1/16" = 1'-0"3 FIRST FLOOR AREA PLAN

Area Schedule (Gross Building)

Name Area

IN CONTRACT
Ground Level
SUPPORT SPACE 3,572 SF
SUPPORT SPACE 619 SF
First Level
SUPPORT SPACE 8,026 SF
STAFF AMENITY 5,595 SF

17,812 SF
NIC
Basement
SUPPORT SPACE - NIC 10,076 SF
Ground Level
SUPPORT SPACE - NIC 10,146 SF
SUPPORT SPACE - NIC 1,667 SF
First Level
SUPPORT SPACE - NIC 143 SF
SUPPORT SPACE - NIC 2,423 SF
SUPPORT SPACE - NIC 92 SF
SUPPORT SPACE - NIC 53 SF

24,600 SF
42,412 SF

Room Schedule - Net Square Foot Areas

Number Name Area

Basement
EX-B01 EX LOBBY 122 SF
EX-B02 EX MECH EQUIP 2,964 SF
EX-B03 EX ELEV MECH AREA 495 SF
EX-B04 EX MECH STOR 5,293 SF
EX-B05 EX MECH OFF 133 SF
EX-B06 EX VEST 39 SF
EX-EL-1 EX ELEV 117 SF
EX-ST1 EX STAIR 120 SF

9,284 SF
Ground Level
EX-EL-1 EX ELEV 117 SF
EX-G01 EX RECIEVING 632 SF
EX-G03 EX VEG COOLER 266 SF
EX-G04 EX BUTTER & EGG COOLER 199 SF
EX-G05 EX FREEZER 210 SF
EX-G06 EX COLD STOR 569 SF
EX-G07 EX DRY FOOD STOR 5,249 SF
EX-G09 EX JC 15 SF
EX-G10 EX HOUSEHOLD ITEMS &

WORKING APPAREL STOR
1,459 SF

EX-G11 EX OFFICE 248 SF
EX-G12 EX OFF 104 SF
EX-G13 EX DRY FOOD STOR 4,018 SF
EX-G14 EX LOBBY 123 SF
EX-G17 EX COMP. RM 53 SF
G130 SERVICE CORRIDOR 1,211 SF

14,472 SF
First Level
130 CORRIDOR 1,328 SF
131 STORAGE 968 SF
132 STAFF LOBBY 595 SF
133 STAFF CLASSROOM 695 SF
134 CLOSET 97 SF
135 STAFF LOUNGE 2,301 SF
136 CORRIDOR 525 SF
137 MEN LOCKER RM 443 SF
138 WOMEN LOCKER RM 461 SF
139 STORAGE 2,828 SF
140 STORAGE 2,187 SF
EX-107 EX JC 20 SF
EX-114 EX OFFICE 147 SF
EX-115 EX OFF 76 SF
EX-116 EX COOLER 51 SF
EX-117 EX COOLER 125 SF
EX-118 EX FREEZER 81 SF
EX-119 EX COOLER 75 SF
EX-120 EX COOLER 65 SF
EX-121 EX STOR 32 SF
EX-122 EX STORAGE 375 SF
EX-123 EX FREEZER 247 SF
EX-124 EX COOLER 334 SF
EX-125 EX STORAGE 356 SF
EX-EL-1 EX ELEV 120 SF

14,530 SF
38,286 SF

Existing Room Schedule - Net Square Foot Areas

Number Name Area

Basement
EX-B01 EX LOBBY 122 SF
EX-B02 EX MECH EQUIP 2,964 SF
EX-B03 EX ELEV MECH AREA 495 SF
EX-B04 EX MECH STOR 5,293 SF
EX-B05 EX MECH OFFICE 133 SF
EX-B06 EX VEST 39 SF
EX-EL-1 EX ELEV 117 SF
EX-ST-1 EX STAIR 120 SF
EX-ST-2 EX STAIR 107 SF

9,391 SF
Ground Level
EX-G01 EX RECIEVING 476 SF
EX-G02 EX INCENERATOR 141 SF
EX-G03 EX VEG COOLER 266 SF
EX-G04 EX BUTTER & EGG COOLER 199 SF
EX-G05 EX FREEZER 210 SF
EX-G06 EX COLD STOR 569 SF
EX-G07 EX DRY FOOD STORAGE 6,089 SF
EX-G08 EX COOLER 595 SF
EX-G09 EX JC 42 SF
EX-G10 EX HOUSEHOLD ITEMS &

WORKING APPAREL STORAGE
1,194 SF

EX-G11 EX OFFICE 248 SF
EX-G12 EX OFF 104 SF
EX-G13 EX DRY FOOD STORAGE 3,499 SF
EX-G14 EX LOBBY 123 SF
EX-G15 EX WOMEN LOCKER 178 SF
EX-G15A EX W RR 82 SF
EX-G16 EX MEN LOCKER 131 SF
EX-G16A EX M RR 82 SF
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KEYED NOTES:

PIPE ROUTE ABOVE CEILING. SEE ARCHITECTURAL SHEETS FOR 
ADDITIONAL INFORMATION.

ROUTE PIPE UP TO FIRST FLOOR NEAR COLUMN. 

REFER SHEET L-H201 FOR INTERFACE TO MAIN MECHANICAL ROOM 
IN NURSING HOME (MECHANICAL ROOM E037).
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ELECTRICAL SYMBOLS & ABBREVIATIONS
WIRING DEVICES

POWER EQUIPMENT

FIRE ALARM SYSTEM

WIRING AND CONDUIT

ELECTRICAL PANEL NAME TAG

SEQUENCE OF OPERATIONS

EMERGENCY DUPLEX RECEPTACLE - 120V GROUNDING TYPE.

DOUBLE DUPLEX RECEPTACLE - 120V GROUNDING TYPE - +18" AFF UNO

ABOVE COUNTER DOUBLE DUPLEX RECEPTACLE - 120V
GROUNDING TYPE - +42" AFF UNO

SPECIAL RECEPTACLES (SEE PLAN)

GFCI DUPLEX RECEPTACLE - 120V GROUNDING TYPE - +48" AFF UNO

ABBREVIATIONS

AF
A.F.F.
AHJ
ALT
APT
ARCH
B.O.F.
C
CB
DWG
E.C.
ELEC
ELEV
EM
EMT
ETBR
ETR

- AMP FUSE
- ABOVE FINISHED FLOOR
- AUTHORITY HAVING JURISDICTION
- ALTERNATE
- APARTMENT
- ARCHITECTURAL
- BOTTOM OF FIXTURE
- CONDUIT
- CIRCUIT BREAKER
- DRAWING
- ELECTRICAL CONTRACTOR
- ELECTRIC OR ELECTRICAL
- ELEVATOR
- EMERGENCY
- ELECTRICAL METALLIC TUBING
- EXISTING TO BE RELOCATED
- EXISTING TO REMAIN

(ALL ABBREVIATIONS MAY NOT APPEAR IN THIS PROJECT)

ALL ABBREVIATIONS AND/OR SYMBOLS

MAY NOT APPEAR IN THIS PROJECT.

LIGHT FIXTURES (SEE FIXTURE SCHEDULE FOR EXACT TYPES)

ALL NEW DEVICES SHALL BE SUPPLIED FROM THE SAME MANUFACTURER.

FA
FACP
FARA
FS
GC
GF
GFI
G
GRS
MDP
MEZ
MH
MIN
MSW
MTR
NEC
NFS

- FIRE ALARM
- FIRE ALARM CONTROL PANEL
- FIRE ALARM REMOTE ANNUNCIATOR
- FUSIBLE SWITCH
- GENERAL CONTRACTOR
- GROUND FAULT
- GROUND FAULT CIRCUIT INTERRUPTER
- GROUND
- GALVANIZED RIGID STEEL
- MAIN DISTRIBUTION PANEL
- MEZZANINE
- MOUNTING HEIGHT
- MINIMUM
- MAIN SWITCH
- METER
- NATIONAL ELECTRIC CODE
- NON-FUSED SWITCH

PNL
PROV
PVC
SMR
REQ'D
T
TBR
TYP.
UNO
VFD
XFMR
WP
DBE

- PANELBOARD
- PROVIDE, TO MEAN FURNISH & INSTALL
- POLYVINYL CHLORIDE CONDUIT
- SURFACE MOUNTED RACEWAY
- REQUIRED
- TELEPHONE
- TO BE REMOVED
- TYPICAL
- UNLESS NOTED OTHERWISE
- VARIABLE FREQUENCY DRIVE
- TRANSFORMER
- WEATHERPROOF
- DESIGN BUILD ENTITY

M

S

FIRE ALARM PULL STATION - +48" AFF

FIRE ALARM RELAY MODULE

FIRE ALARM STROBE - 80"-96" AFF OR 6" BELOW CEILING

FIRE ALARM STROBE- CEILING MOUNT

CEILING MOUNTED FIRE ALARM SMOKE DETECTOR

FIRE ALARM SPEAKER/STROBE
80"-96" AFF OR 6" BELOW CEILING/CEILING MOUNTED

R

FIRE ALARM MAGNETIC DOOR HOLDER

CARBON MONOXIDE DETECTOR

EXIT SIGN WITH DIRECTIONAL ARROWS
(CHEVRONS) AS SHOWN ON PLAN

LIGHT FIXTURE NOMENCLATURE: (TYPICAL FOR ALL)

CAPITOL LETTER INDICATES FIXTURE TYPE
NUMBER INDICATES BRACH CIRCUIT NUMBER
LOWER CASE LETTER INDICATES SWITCHLEG

A 2 c

SINGLE-FACE EXIT SIGN

DOWN LIGHT

POLE MOUNTED LIGHTING FIXTURE

COMBINATION EXIT SIGN / EMERGENCY LIGHTING FIXTURE

EMERGENCY LIGHTING FIXTURE

WALL MOUNTED LIGHTING FIXTURE

2' x 4' LAY-IN LIGHT FIXTURE (L SHOWS THE LABEL, REFER
LIGHTING SCHEDULE)

JJ

SWITCH - SINGLE POLE TOGGLE, +48"AFF UNO

DUPLEX RECEPTACLE - 120V GROUNDING TYPE - +18"AFF UNO

JUNCTION BOXES

3:  3 WAY, 4:  4 WAY, D:  DIMMER, LV:  LOW VOLTAGE

OCCUPANCY SENSOR (CEILING MTD)

XXX

1

MOTORIZED EQUIPMENT. SEE MECHANICAL PLANS FOR
MORE INFORMATION.

PANELBOARD

30/20/1

COMBINATION MOTOR STARTER/DISCONNECT SWITCH

EQUIPMENT DESIGNATION TAG

DISCONNECT SWITCH,
FUSED (INDICATED WITH AN "F") OR NON-FUSED
(BLANK) THIS EXAMPLE INDICATES A 30 AMP
SWITCH, 20 AMP FUSE, SINGLE POLE (EXAMPLE
FOR CLARITY ONLY, SEE PLANS FOR EXACT SIZE
AND TYPE SPECIFIED)

UTILITY ELECTRICAL SERVICE POWER POLE

ILLUMINATED BOLLARD

FIRE ALARM CONTROL PANEL

PS FIRE ALARM REMOTE POWER SUPPLY

3 4 D LV

OCCUPANCY SENSOR (CEILING MTD)

EXTENDED RANGE OCCUPANCY SENSOR (CEILING MTD)

PHOTOCELL

S

L

HEAT DETECTOR

S FIRE ALARM - 80"-96" AFF OR 6" BELOW CEILING/ CEILING
 MOUNTED SPEAKERS

OCCUPANCY SENSOR -------

2' x 4' LAY-IN LIGHT FIXTURE WITH EMERGENCY BALLAST (L SHOWS
THE LABEL, REFER LIGHTING SCHEDULE)

L

FACP

HOME RUN CONDUIT -
SHORT STROKES INDICATE PHASE OR SWITCHED WIRES,
LONG STROKES INDICATE NEUTRAL,
LONG STROKES WITH DOT INDICATE GROUND CONDUCTORS,
WIRE SIZE IS INDICATED IF LARGER THAT #12 AWG

CONDUIT STUBBED UP

CONDUIT STUBBED DOWN

CONDUIT RUN IN FLOOR OR UNDERGROUND

CONDUIT CONCEALED IN NEW CONSTRUCTION

SEE GENERAL NOTES FOR DIRECTION ON CONDUIT & WIRING.

COMBO DETECTOR - CO AND SMOKE

FOR EXAMPLE RP-12D1-
RP-RECEPTACLE PANEL, LP-LIGHTING, EQ-EQUIPMENT, LS-LIFE SAFETY, PP-POWER
FIRST DIGIT- 1 FOR 208V, 2 FOR480V
SECOND DIGIT- 0 FOR BASEMENT, 1 FOR FIRST FLOOR, 2 FOR SECOND FLORR
THIRD DIGIT-  AREA A, B, C, D
FOURTH DIGIT- NUMBER OF PANEL

DBE TO PROVIDE COMPATIBLE LED FIXTURES, SENSORS, SWITCHES AS PER THE
CONTROLS SPECIFIED IN SCHEDULE IN EACH AREA.
EXAMPLE - CORRIDORS SHALL HAVE SWITCHES INSTALLED AT ENDS AND MOTION
SENSORS TO COVER WHOLE AREA.
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SHEET LIST

SHEET NUMBER SHEET NAME

N-E000 GENERAL NOTES, SYMBOLS AND ABBREVATIONS

N-E100 BASEMENT LEVEL POWER PLAN

N-E101 GROUND LEVEL POWER PLAN

N-E102 FIRST LEVEL POWER PLAN

N-E200 BASEMENT LEVEL LIGHTING PLAN

N-E201 GROUND LEVEL LIGHTING PLAN

N-E202 FIRST LEVEL LIGHTING PLAN

N-E301 GROUND LEVEL FIRE ALARM PLAN

N-E302 FIRST LEVEL FIRE ALARM PLAN

GENERAL NOTES                       .

1. FINAL LOCATION OF ELECTRICAL RECEPTACLE, DEVICES AND ROUGH IN SHALL BE CONFIRM WITH OWNER, AND
CORDINATED WITH FURNITURE PLANS.

2. DBE TO PROVIDE GFCI NEAR THE SINKS AND WATER SOURCES AS PER NEC. DBE TO PROVIDE GFCI/WP
RECEPTACLES WHERE INSTALL IN THE OUTSIDE AREAS AND ROOF.

3. COORDINATE WITH SECUIRTY, A/V,  AND IT DEVICES  REQUIRMENTS FOR ROUGH IN. DBE TO PROVIDE
WEATHER PROOF CONDUIT/BOXES FOR EXTERIOR DEVICES.

4. CORDINATE WITH ACCESS CONTROL, FIRE ALARM, SURVILLANCE, IT FOR POWER REQUIREMENTS.

5. DBE TO PROVIDE SHUNT TRIP FOR KITCHEN EQUIPMENTS AND RESIDENTIAL ELECTRICAL OVEN. DBE TO PROVIDE
TIMER TO SHUTOFF THE RESIDENTIAL OVEN. COORDINATE WITH OWNER AND KITCHEN CONSULTANT.

6. CORDINATE WITH MECHANNICAL FOR THEIR BAS REQUIRMENT FOR POWER AND CONDUITS.

7. CORDINATE WITH KITCHEN CONSULTANT DRAWING FOR THEIR POWER REQUIREMENTS.

8. DBE TO CORDINATE WITH DATA/IT DRAWINGS FOR FLOOR BOXES LOCATIONS AND REQUIREMENT. PROVIDE
RECEPTACLE, CONDUCTOR, CONDUIT FOR COMPLETE SYSTEM.

9. DBE TO CORDINATE WITH ARCHITECTURE DRAWINGS FOR FLUSHED FURNITURE FEEDS FOR POWER AND DATA
REQUIREMENTS. PROVIDE RECEPTACLES, CONDUCTORS AND CONDUIT FOR COMPLETE SYSTEM.

10. DBE TO PROVIDE POWER TO FCU/FTU IN ALL AREAS UTILIZING 277/480V PANEL LOCATED ON EACH FLOOR.

11. DBE TO PROVIDE POWER CONNECTION, RECEPTACLES IN ALL THE AREAS WHERE REQUIRED. CORDINATE WITH
ARCHITECT AND OWNWER FOR REQUIREMENTS.

12. DBE TO PROVIDE NEW ELECTRICAL PANELS IF THE EXISTING PANELS ARE OBSOLETE OR HAVE NO SPACE FOR NEW
CIRCUITS.

(POWER SHEETS ONLY)

GENERAL NOTES                         .

1. DBE TO PROVIDE EXIT AND COMBINATION EXIT/EMERGENCY LIGHTING FIXTURES WIRED UNSWITCHED, AHEAD OF
LOCAL AREA LIGHTING SWITCHES.

2. DBE TO PROVIDE PROTECTED INDUTRIAL DUST RPOOF LIGHTING FIXTURE IN PIT AND TOP OF ELEVATOR SHAFT
WITH WATER PROOF LIGHTING SWITCH.

3. CORDINATE THE LOCATION OF LIGHTING AND CONTROL DEVICES AGAINST THE FURNITURE AND CEILING PLANS.

4. DBE TO PROVIDE ADEQUATE AMBIENT AND TASK LIGHTING ACROSS THE BUILDING AS PER RECOMMENDATION OF
ANSI/IES RP-28-16 REVISEDLIGHTING AND THE VISUAL ENVIRONMENT FOR SENIORS AND THE LOW VISION
POPULATION. DBE TO PROVIDE LIGHTING FOR THE PATHWAYS FROM EXIT TO NEAREST PARKING FOR EVERY EXIT
DOORS. SUCH LIGHTING SHALL BE PROVIDED WITH EMERGENCY POWER.

5. DBE TO PROVIDE ADEQUATE EMERGENCY LIGHTING/ ILLUMINATION OF MEANS OF EGRESS IN ALL AREAS AS
PER 2012 LIFE SAFETY CODE AND 2012 NEC USING EMERGENCY POWER. USE INTEGRAL POWER PACK WITH
FIXTURE WHERE EMERGECNY CKT NOT ECONOMICAL.

6. PENDANT/SUSPENDED  FIXTURES SHALL BE SUPORTED BY STRUCTURE ABPOVE CEILING. CEILING SHALL BE USED
ONLY WHERE APPROVED BY MANUFACTURER OR OWNER. INSTALL EARTHQUAKE CLIPS FOR LAY IN CEILING
FIXTURES.

7. DBE TO PROVIDE VAPOR TIGHT LED FXTURES IN TUNNEL AND UTILITY CORIDORS JOINING OTHER BUILDING.
CORDINATE WITH ARCHITECT DWGS FOR LOCATION.

8. DBE TO CORDINATE WITH MECHANICAL DRAWIGS FOR THE REPLACEMENT OF NEW LIGHTING IN BASEMENT AND
GROUND FLOOR. PROVIDE NEW LIGHTING FIXTURES IN COOLER AREA..

9. PROVIDE SWITCHES CONTROLS AND SENSORS IN ALL THE AREAS AS PER LIGHTING CONTROL SCHEDULES.

(LIGHTING SHEETS ONLY)

GENERAL NOTES                           .

1. ALL WORK SHALL COMPLY WITH LATEST LOCALLY ADOPTED VERSIONS OF THE IBC BUILDING CODE, NATIONAL
ELECTRICAL CODE, NFPA 72, GUIDELINES OF THE DEPARTMENT OF JUSTICE AMERICANS WITH DISABILITIES ACT
(ADA), NFPA 101, THE LIFE SAFETY CODE, LATEST LOCALLY ADOPTED STATE AND FEDERAL CODES AND
ORDINANCES AND THE AUTHORITY HAVING JURISDICTION PER SHEET E001 GENERAL NOTES AND SPECIFICATIONS.

2. DBE TO PROVIDE  NOTIFICATION DEVICES,  TO EXISTING FIBER CABLE CAMPUS LOOP, CEILING  MOUNTED SMOKE AND
COMBINATION DETECTORS, DOOR HOLDERS AND OPERATORS, RELAY AND MONITORING MODULES, POWER AND
SIGNALING CIRCUITS, POWER SUPPLIES,  CABLING,  PER MECHANICAL PLANS, ELECTRICAL AND FIRE ALARM
LEGENDS AND SPECIFICATIONS SECTION 283100.

3. COORDINATE IN ADVANCE IN WRITING WITH CAMPUS AND EMPLOY FIRE WATCH IN ACCORDANCE WITH ALL
APPLICABLE CODES AND A.H.J. WHEN WORK REQUIRES ANY PART OF THE FIRE ALARM SYSTEM TO BE TEMPORARILY
INACTIVE

4. AFTER ALL DEVICES ARE INSTALLED AND CONNECTED TEST, TROUBLE-SHOOT AND COMMISSION NEW SYSTEM PER
A.H.J. AND SPECIFICATIONS.

5. TRAIN CAMPUS ADMINISTRATION AND PRESENT OWNER WITH SHOP DRAWINGS AND OPERATIONS MANUAL IN PAPER
FORM AND ON COMPACT DISC.

6. DBE TO CORDINATE WITH LIFE SAFETY PLANS IN ORDER TO PROVIDE DOOR HOLDERS FOR FIRE DOORS

(FIRE ALARM SHEETS ONLY)

GENERAL NOTES              .

1. ALL WORK SHALL COMPLY WITH THE 2018 IBC BUILDING CODE, 2011 NATIONAL ELECTRICAL CODE, NFPA 72,
GUIDELINES OF THE DEPARTMENT OF JUSTICE AMERICANS WITH DISABILITIES ACT (ADA), NFPA 101 LIFE SAFETY
CODE AND RULES AND LOCAL AND STATE SEISMIC CODES AND REGULATIONS.

2. MINIMUM WIRE SIZE SHALL BE #12 AWG COPPER U.N.O.  CONDUIT SHALL BE 3/4" MINIMUM EMT IN DRY AREAS,
GRS IN DAMP OR WET AREAS AND PVC UNDERGROUND OR ON ROOF UNLESS OTHERWISE NOTED.  IN PUBLIC
AREAS, ALL WIRING TO BE CONCEALED WHEREVER POSSIBLE WITHIN WALLS AND ABOVE CEILINGS. WHERE
CONDUIT IS IMPOSSIBLE TO CONCEAL, DBE TO PROVIDE WIRING IN CONDUIT, OR LOW PROFILE METAL SURFACE
MOUNTED RACEWAY FOR 12 OR 24 VOLT APPLICATIONS, AND PAINT TO MATCH SURROUNDING SURFACES;
COORDINATE COLOR WITH ARCHITECT.  USE OF FLEXIBLE CABLE IS PERMITTED FROM JUNCTION BOX TO
DEVICE OR MOTOR IN ACCESSIBLE AREAS IN ACCORDANCE WITH STATE AND LOCAL CODES AND ORDINANCES
DBE TO PROVIDED THAT A GREEN GROUND WIRE IS DBE TO PROVIDED AND LENGTHS OF FLEXIBLE CABLE DO
NOT EXCEED 25'-0".

3. DBE TO PROVIDE SEPARATE, INSULATED GROUNDING CONDUCTORS WITH PHASE CONDUCTORS FROM THE
ELECTRICAL SOURCE.  DO NOT UTILIZE THE CONDUIT AS THE GROUNDING CONDUCTOR.

4. DBE TO PROVIDE PHENOLIC LABELS ATTACHED BY THREADED FASTENER WHERE POSSIBLE FOR EQUIPMENT,
SWITCHES, MOTOR STARTERS AND PANELBOARDS PER DRAWINGS AND SPECIFICATIONS.  DBE TO PROVIDE 
TYPEWRITTEN PANELBOARD DIRECTORIES WITH COMPLETE BRANCH CIRCUIT DESCRIPTIONS.  THE 
INSTALLING CONTRACTOR'S COMPANY NAME AND DATE OF INSTALLATION SHALL BE PLACED AT THE TOP OF 
PANELBOARD DIRECTORY.

5. COORDINATE WITH THE MECHANICAL CONTRACTOR EXACT REQUIREMENTS ON ALL WORK CONCERNING THE
HVAC  INSTALLATION. DBE TO PROVIDE NEW  POWER CIRCUITS AND CONNECTIONS TO HVAC  EQUIPMENT AS
WELL AS SMOKE DETECTORS IN RETURN DUCT OF EACH ROOF TOP UNIT AND INTERLOCKS, RELAYS AND
CONNECTIONS TO SHUT DOWN EACH UNIT IN THE EVENT OF A SMOKE DETECTION AS REQUIRED TO DBE TO
PROVIDE A COMPLETE, FUNCTIONAL AND CODE COMPLIANT SYSTEM.

6. NO CIRCUIT BREAKER DBE TO PROVIDED OR UTILIZED IN THIS PROJECT IS TO BE LOADED BEYOND 80%
AMPACITY UNLESS CIRCUIT BREAKER IS STATED TO BE 100% RATED.

7. PLACEMENT OF ELECTRICAL DEVICES SHOWN ON DRAWINGS ARE DIAGRAMMATIC ONLY.  COORDINATE EXACT
PLACEMENT AND MOUNTING HEIGHT WITH ARCHITECT AND/OR EQUIPMENT DBE TO PROVIDERS PRIOR TO
ROUGH IN.  ALSO SEE MANUFACTURERS INSTRUCTIONS AND ARCHITECTURAL DRAWINGS FOR EXACT
PLACEMENT AND REQUIREMENTS.

8. DBE TO PROVIDE NEUTRAL CONDUCTORS FOR ALL CIRCUITS AS DESCRIBED IN NEC 2011 ARTICLE 210.4 (B).

10. DBE TO PROVIDED NEW ELECTRICAL PANEL BOARDS FULLY POPULATED WITH NEW CIRCUIT BREAKERS IF
REQUIRED.

11. DBE IS RESPONSIBLE FOR NOTIFYING THE ARCHITECT OF ANY DISCREPANCIES THAT ARISE DURING
CONSTRUCTION.

12. DBE IS RESPONSIBLE FOR PROVISION OF A COMPLETE POWER AND LIGHTING DISTRIBUTION SYSTEM
INCLUDING ALL REQUIRED MATERIALS, ASSEMBLY AND/OR INSTALLATION OF OWNER DBE TO PROVIDED 
EQUIPMENT, CONNECTIONS AND COORDINATION WITH OTHER TRADES AND LOCAL POWER AND 
COMMUNICATIONS DBE TO PROVIDERS FOR A COMPLETE, FUNCTIONING AND CODE COMPLIANT FACILITY.

13. THE TERM DBE TO PROVIDE DENOTES FURNISH AND INSTALL. DBE SHALL PROVIDE ALL LABOR, MATERIAL,
TOOLS, EQUIPMENTS AND SERVICE FOR COMPLETE WORKING SYSTEM.

14. OWNER HAS FIRST RIGHT TO EQUIPMENTS REMOVED. ANY ITEM NOT RETAINED BY THE OWNER BECOMES THE
PROPERTY OF CONTRACTOR FOR DISPOSABLE. ITEM SHALL BE DISPOSED AS PER LOCAL CODES AND OWNER.

15. DBE TO PROVIDE ALL THE REQUIREMENTS OF POWER, LIGHTING, OTHER DEVICES AND CONDUITS FOR THE
EMERGENCY PREPAREDNESS AND DISASTER MANAGEMENT PLAN IN CORDINATION WITH MECHANICAL
CONSULTANT.

16. DBE TO FIELD VARIFY AND CORDINATE THE WORK WITH OWNER. DBE TO PROVIDE REQUIRED RECEPTACLES,
LIGHTING, FIRE ALARM DEVICES IN NEW AREAS. CORDINATE WITH ARCITECT DRAWING FOR DEMOLITION. DBE
RESPONSIBILITY TO REMOVE EXISITNG ELECTRICAL DEVICES AND CIRCUITS FOR PROPER DEMOLITION. DBE TO
PROVIDE NEW CIRCUITS FOR LIGHTING, POWER AND FIRE ALARM.

(ALL SHEETS)

LIGHT FIXTURE SCHEDULE

Type Mark Type Lamp NOTE

A SUSPENDED DUST PROOF LED

B SUSPENDED DECORATIVE LED

C 2X4 RECESSED LIGHT LED

D DOWNLIGHT CORRIDOR LED

X EXIT SIGN LED

1 11-20-2015 Addendum 1
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DRAWING LIST

1. WIRE AND CABLE SHEATH SHALL BE MAINTAINED TO FINAL DESTINATION.  ALL UTP CABLE TERMINATIONS TO MAINTAIN TWIST OF INDIVIDUAL PAIRS TO WITHIN 1/2" OR LESS OF FINAL TERMINATION.

2. CABLES RUNNING IN PLENUM AREAS WITHOUT CONDUIT SHALL BE PLENUM RATED CABLE, AND MATCH THE SPECIFIED CABLE ABOVE.  IT IS THE RESPONSIBILITY OF THE TECHNOLOGY CONTRACTOR TO INSPECT
THE ELECTRICAL DRAWINGS, AND VERIFY IN WHAT SPACES PLENUM CABLE SHALL BE USED.

3. PROVIDE DESIGNATION LABELS FOR ALL TERMINATION BLOCKS, PATCH PANELS AND ALL TECHNOLOGY CABLES AT BOTH ENDS.  ALL WIRES AND CABLES SHALL BE LABELED WITHIN 6" OF FINAL TERMINATION.  ALL
LABELS SHALL BE MACHINE PRINTED OR STENCILED.

4. INSTALL EACH CABLE SET INDICATED BY THE SYMBOLS LIST FROM THE OUTLET LOCATION BACK TO THE RESPECTIVE SERVING TELECOM CLOSET (UON)

5. ALL WIRING, CABLING, SYSTEM DEVICES AND SYSTEM CONTROLS SHALL BE INSTALLED IN COMPLIANCE WITH ALL CODE REQUIREMENTS AND MANUFACTURER'S INSTRUCTIONS AND PRACTICES UNLESS WRITTEN
DIRECTION TO THE CONTRARY IS PROVIDED.

6. ALL WIRING AND CABLE RUNS IN CEILING AREAS WHERE CABLE TRAYS OR OTHER SIMILAR SUPPORT IS NOT SPECIFIED SHALL BE PROPERLY SUPPORTED BY J-HOOKS AT MAXIMUM OF 5'-0" INTERVALS.  CABLES
SHALL BE FULLY SUPPORTED USING ONLY CABLE TRAYS, CONDUITS, J-HOOKS AND/OR OTHER SPECIFIED SUPPORT HARDWARE.  QUANTITY OF CABLES AND MOUNTING OF HARDWARE SHALL BE IN COMPLIANCE
WITH MANUFACTURER INSTRUCTIONS AND SPECIFIED MAXIMUM FILL RATIOS.

CABLING NOTES

AFC - ABOVE FINISHED CEILING
AFF - ABOVE FINISHED FLOOR
AFP - ABOVE FINISHED PLATFORM
AS - ABOVE SLAB
A/V - AUDIOVISUAL
BFC - BELOW FINISHED CEILING
BSSH - BUILDING STANDARD SWITCH

HEIGHT
BSRH - BUILDING STANDARD RECEPTACLE

HEIGHT
CLG - CEILING
EC - EMPTY CONDUIT
GND - GROUND
IDF - INTERMEDIATE DISTRIBUTION FRAME
MC - MAIN CROSS-CONNECT
MCS - MULTIMEDIA COMMUNICATION

SYSTEM
MDF - MAIN DISTRIBUTION FRAME
MH - MAINTENANCE HOLE
MMOF -  MULTI-MODE OPTICAL FIBER
NIC - NOT IN CONTRACT

ABBREVIATIONS

1. WHERE EXACT DIMENSIONS ARE NOT INDICATED, THE SCALE OF THIS DRAWING IS SUFFICIENTLY ACCURATE FOR DETERMINING THE LOCATION OF EQUIPMENT, JUNCTION BOXES, OUTLET BOXES, WIREWAYS,
PANELS, ETC. WHERE EXACT DIMENSIONS ARE INDICATED, THE REFERENCE SURFACE SHALL BE THE FINAL FINISHED SURFACE INCLUDING ANY ACOUSTICAL TREATMENT.  ROOM DIMENSIONS ON THE DRAWINGS HAVE
BEEN TAKEN FROM PRELIMINARY ARCHITECTURAL DRAWINGS.  ALL DIMENSIONS MUST BE VERIFIED AND ANY DEVIATIONS CAUSING CHANGES EXCEEDING 3 INCHES MUST BE COORDINATED WITH THE ARCHITECT AND
SHEN MILSOM & WILKE, LLC.

2. DIMENSIONS SHOWN ARE SUGGESTED PLACEMENTS AND ARE PROVIDED FOR INFORMATION ONLY. COORDINATE ALL ELECTRICAL DEVICES AND DIMENSIONED LOCATIONS WITH ARCHITECTURAL AND ENGINEERING
DRAWINGS. FOR TECHNOLOGY DEVICES, LIGHTING AND SWITCH LOCATIONS REFER TO THE ARCHITECTURAL DRAWINGS.

3. DRAWINGS ARE NOT TO BE USED FOR ARCHITECTURAL OR ENGINEERING PURPOSES. DRAWINGS SHOULD ONLY BE USED FOR TECHNOLOGY SYSTEM INSTALLATION & COORDINATION WITH OTHER CONTRACTORS
AND SYSTEMS. COORDINATE PATHWAYS FOR ALL TECHNOLOGY RELATED DEVICES WITH ARCHITECTURAL AND ELECTRICAL PLANS.

4. ALL TECHNOLOGY DEVICES SHALL BE SECURELY MOUNTED PLUMB AND STRAIGHT TO WALLS, FLOORS, OR RACKS, PER THE MANUFACTURER'S RECOMMENDED MOUNTING PRACTICE.

5. INSTALL FIRESTOP TO ALL SLAB AND WALL PENETRATIONS PROVIDED FOR THE INSTALLATION OF CABLE AS REQUIRED TO MAINTAIN FIRE RATING OF SLAB OR WALL. REVIEW ARCHITECT'S PLAN FOR PARTITION
TYPES.

6. THE METHOD OF INSTALLATION OF BOXES IN WALLS, AND THE METHOD OF PASSAGE OF CONDUIT AND WIREWAYS THROUGH ACOUSTICALLY SENSITIVE WALLS, SHALL BE COORDINATED WITH THE ACOUSTICAL
CONSULTANT OR ARCHITECT.

7. ALL ELECTRICAL FOR TECHNOLOGY SHALL BE INSTALLED IN ACCORDANCE WITH LOCAL ELECTRICAL CODE AND SEISMIC REQUIREMENTS.

8. REFER TO ELECTRICAL SPECIFICATION FOR INSTALLATION INSTRUCTIONS FOR FLOORBOXES, JUNCTION BOXES, PLYWOOD PANELS, GROUNDING CONDUCTORS, BUSBARS, CONDUITS, CABLE TRAYS IN CORRIDORS,
METALLIC ENCLOSURES, ELECTRICAL PANELBOARDS AND CIRCUITING.  FIRE PROOFING SYSTEMS USED FOR ALL PENETRATIONS MUST BE APPROVED BY APPLICABLE AUTHORITIES PRIOR TO INSTALLATION.

9. ELECTRICAL FEEDS ARE NOT TO BE RUN PARALLEL WITH VIDEO AND/OR AUDIO LINES OR RACEWAYS.  IF ELECTRICAL FEEDS MUST BE RUN PARALLEL TO AUDIO/VIDEO LINES, A MINIMUM OF 4'-0" OF SEPARATION
MUST BE MAINTAINED.

10.POWER BREAKER PANELS ARE SIZED AND SPECIFIED BY THE ELECTRICAL ENGINEER; REFER TO ELECTRICAL DRAWINGS.  ALL CIRCUITS SHALL BE PROTECTED BY 120VAC, 20 AMP BREAKERS UNLESS OTHERWISE
NOTED.

11.POWER RECEPTACLES SHOWN ON TECHNOLOGY DRAWINGS ARE DEDICATED TO SPECIFIC TECHNOLOGY EQUIPMENT AND ARE SHOWN FOR REFERENCE ONLY. THESE RECEPTACLES SHOULD BE COMMON PHASE.
REFER TO ELECTRICAL DRAWINGS FOR ADDITIONAL UTILITY POWER RECEPTACLES.

12.WHERE POWER CIRCUITS ARE SHOWN TERMINATING INTO JUNCTION BOXES WITHOUT RECEPTACLES, THE WIRES SHALL BE TAPED AND THE BOXES COVERED. THESE CIRCUITS WILL BE CONNECTED BY OTHERS
DURING INSTALLATION OF THE TECHNOLOGY SYSTEM EQUIPMENT.

13.GROUND ALL CONDUITS, CABLE TRAYS AND JUNCTION BOXES PER THE MANUFACTURER'S RECOMMENDATIONS AND PER ALL APPLICABLE CODES.

14.ALL EMPTY CONDUIT SHALL BE REAMED, CLEANED, CAPPED (WHERE APPROPRIATE), TAGGED, AND FURNISHED WITH PULL WIRES.

15.INSTALL CABLE TRAY FOR TELECOMMUNICATION WIRING TO MAINTAIN A MINIMUM OF 5" SEPARATION FROM FLUORESCENT LIGHTING.

16.THERE SHALL BE A MINIMUM OF ONE PULL BOX FOR EVERY 100' OF STRAIGHT EMPTY CONDUIT AND/OR ONE PULL BOX FOR MORE THAN TWO 90° BENDS OR LESSER BENDS TOTALING 180° IN A CONDUIT RUN.

17.MAINTAIN MINIMUM BEND RADIUS OF 10X OD FOR ALL CONDUITS.

18.STUB UP CONDUIT SLEEVES THROUGH SLABS 3" ABOVE FINISHED FLOORS, EXCEPT IN THE CASE OF ACCESS FLOORS, IN WHICH CASE STUB UPS SHALL TERMINATE UNDER THE ACCESS FLOOR.

19.ALL CABLE TRAY THAT IS SURFACE MOUNTED ON SLAB BELOW RAISED FLOOR SHALL BE SECURELY FASTENED TO SLAB.  THESE TRAYS SHALL BE LEFT OPEN AND NOT PROVIDED WITH COVERS.

20.PROVIDE CONNECTION HARDWARE, GROUNDING LUGS AND STRAPS, THERMAL EXPANSION PLATES, SUPPORT BRACKETS, SPLICE HARDWARE, TERMINATION KITS, END SUPPORT KITS, CEILING SUPPORT HARDWARE,
RUNWAY DROPOFFS AND 7" CABLE RETAINING POSTS FOR ALL CABLE TRAY LOCATIONS PER MANUFACTURERS RECOMMENDATIONS AND PER APPLICABLE CODES.

21.ALL POWER CONDUIT, POWER WIREWAYS, AND POWER JUNCTION BOXES ARE TO BE REVIEWED BY THE ELECTRICAL ENGINEER FOR CODE COMPLIANCE.

22.EMPTY CONDUIT RUNS ON THE TECHNOLOGY DRAWINGS SHOW ONLY INTERCONNECTION BETWEEN THE TERMINATION POINTS.  THE EXACT PATH OF CONDUIT ARE TO BE DETERMINED BY THE ELECTRICAL
ENGINEER AND FIELD CONDITIONS.

23.ALL CABLES ARE TO BE IN CONDUIT IN NON-ACCESSIBLE SPACES.  THIS INCLUDES BOTH HORIZONTAL AND VERTICAL RUNS. CABLE IN ACCESSIBLE SPACES, HORIZONTAL RUNS ONLY, TO BE PLENUM-RATED CABLE.

24.NOTIFY OWNER'S REPRESENTATIVES OF ANY DISCREPANCIES BETWEEN THE EXISTING CONDITIONS AND THE TECHNOLOGY DRAWINGS. OBTAIN CLARIFICATION BEFORE PRECEDING WITH WORK.

25.TECHNOLOGY SYSTEMS CONTRACTOR SHALL RESTORE CEILINGS AND WALLS AND ANY OTHER SURFACES AFFECTED BY ITS WORK UPON COMPLETION OF WORK, WITH LIKE MATERIALS TO MATCH EXISTING
CONSTRUCTION.

26.THE FINISHES FOR ALL JUNCTION BOX FACEPLATES, SPEAKER GRILLES, TABLE BOXES, FLOOR BOXES AND WALL BOXES SHALL BE SUBMITTED TO THE ARCHITECT FOR REVIEW AND APPROVAL PRIOR TO
PROCUREMENT. ALL ELECTRICAL BOXES SHALL HAVE THE APPROPRIATE COVERS AND SCREWS INSTALLED BY THE DIV 26 TO MATCH THE FIT AND FINISH SPECIFIED BY THE ARCHITECT.

27.IT SHALL BE THE RESPONSIBILITY OF THE TECHNOLOGY CONTRACTOR TO VERIFY SIGNAL/CONDUIT PATHWAYS WITH THE ELECTRICAL ENGINEERS DRAWINGS.

GENERAL NOTES AUDIOVISUAL SYMBOL LIST
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REFER TO EQUIPMENT 
SCHEDULE (EQS)

(PSS) - POWER SYMBOL SCHEDULE

QUADPLEX RECEPTACLE

 DUPLEX RECEPTACLE 
(DEDICATED CIRCUIT)

- QUADPLEX RECEPTACLE
(DEDICATED CIRCUIT)

(DSS) - DATA SYMBOL SCHEDULE

REFER TO TT SHEETS FOR 
COORDINATION
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SYMBOL 

SCHEDULE (DSS)
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POWER SYMBOL 
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INFRASTRUCTURE 
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OC - ON CENTER
OD - OUTSIDE DIAMETER
OFE - OWNER FURNISHED EQUIPMENT
OSP - OUTSIDE PLANT CABLE
PB - PULLBOX
PBX - PRIVATE BRANCH EXCHANGE
PR - PAIR
RW - RACEWAY
SMOF  -  SINGLE-MODE OPTICAL FIBER
TEMP  -  TEMPORARY
TGB - AUDIO/VIDEO GROUNDING BUSBAR
TSER -   AUDIO/VIDEO SERVICE ENTRANCE

 ROOM
TYP - TYPICAL
EC - DIV 26
GC - GENERAL CONTRACTOR
AVC - AUDIO VISUAL CONTRACTOR
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D-TG000 NURSE CALL WANDERING COVERSHEET

D-TG101 FIRST FLOOR NURSE CALL WANDER. PLAN - TYPICAL

D-TG701 NURSE CALL WANDERING SCHEDULE

L-TG101 FIRST FLOOR NURSE CALL WANDER PLAN - OVERALL

L-TG101A FIRST FLOOR NURSE CALL WANDER. PLAN - TYPICAL

L-TG101B FIRST FLOOR NURSE CALL WANDER. PLAN - TYP. HH.

L-TG701 NURSE CALL WANDERING SCHEDULE

N-TA000

N-TA000

N-TA202

AUDIOVISUAL COVERSHEET
AUDIOVISUAL SCHEDULE

COVER SHEET

AUDIOVISUAL STAFF CLASSROOM
AUDIOVISUAL STAFF LOUNGE
AUDIOVISUAL DETAILS

N-TA001
N-TA200
N-TA201
N-TA202
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TAG NUMBER LOCATION/MOUNTING DESCRIPTION DETAIL NO. NOTES 

FPD-01 WALL 42" HOSPITALITY GRADE IPTV

FPD-02 TABLE 65" SMART CONFRENCING TV

FPD-03 WALL 55" SMART DIGITAL SIGNAGE TV

SPK-01 CEILING CEILING PAGING SPEAKER

INP-01 WALL PAGING MIC INPUT PANEL

VP-01 CEILING VIDEO PROJECTOR

EPS-01 CEILING VIDEO  PROJECTION SCREEN

SPK-02 WALL POINT SOURCE LOUDSPEKAER

SPK-03 CEILING PGM 70V CEILING SPEAKER

INP-02 WALL BLUETOOTH INPUT WALL PLATE

WLS-01 CEILING WIRELESS MICROPHONE ANTENNA

ERK-01 WALL WALL MOUNTED RACK

FB-01 FLOOR AV CONNECTIVITY FLOORBOX

SPK-04 WALL THEATER SURROUND SPEAKER

SPK-05 WALL THEATER SUBWOOFER SPEAKER

SPK-06 CEILING SOUND MASKING SPEAKER

CTRL-01 WALL SOUND MASKING  SWITCH

ERK-02 WALL CREDENZA RACK

ERK-03 FLOOR FULL SIZE FLOOR MOUNTED RACK

FPD-04 WALL 75" FLAT PANEL DISPLAY

FPD-05 WALL 85" FLAT PANEL DISPLAY

INP-03 WALL HDMI INPUT PANEL

INP-04 WALL CAMERA WALL BOX

INP-05 WALL USB EXTENDER PLATE

BCP-01 WALL BUTTON CONTROL PANEL

SPK-07 CEILING PENDANT MOUNT SPEAKER WITH 3' DROP

ALS-01 CEILING ASSISTIVE LISTENING SYSTEM ANTENNA

EQUIPMENT SCHEDULE (EQS)

GENERAL NOTES: 

1) ALL TAG ITEM NUMBERS WITH THE SUFFIX "-F" ARE DESIGNATED FUTURE AND PROVIDED WITH INFRASTRUCTURE ONLY, DAY-ONE.

TAG NUMBER LOCATION/MOUNTING MANUFACTURER MODEL/PART NUMBER DESCRIPTION DETAIL NO.

SC1 WALL FLUSH MISC NA 6 x 6 NEMA SCREW COVER BOX WITH CUSTOM INPUT PANEL N/A

SC2 WALL FLUSH MISC NA 6 x 6 NEMA SCREW COVER BOX N/A

SB2 WALL FLUSH CHIEF PAC-525F AV DEVICE ENCLOSURE BACKBOX TBD

SB3 WALL FLUSH TBD TBD SURROUND SPEAKER BACKBOX TBD

AV1 MISC MISC NA STANDARD 1-GANG BACK BOX N/A

AV2 MISC MISC NA STANDARD 2-GANG BACK BOX N/A

INFRASTRUCTURE SCHEDULE (IS)

NOTES 
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